














Report Identification 103 Villa Grande Page 60f 9

I=Inspected Ni=Not Inspected NP=Not Present R=Not Functioning or in Need of Repair
[ 1 M N R Inspection Item
DRAIN/WASTE & VENT PIPING TYPE- PVC plastic
SEWER PIPE OBSERVATIONS- No problems observed during this inspection period,
B O 9 Bathroom #1 MASTER BATHROOM:

LAVATORY - No problems observed during this inspection period.
TOILET/BIDET PLUMBING- No problems observed during this inspection period.
TUR/SHOWER PLUMBING- No problems observed during this inspection period.

74 Bathroom #2 HALL BATHROOM:

LAVATORY- Restricted/Slow drainage was noted.
TOILET/BIDET PLUMBING- No problems observed during this inspection period.
TUB/SHOWER PLUMBING- No problems observed during this inspection period.

C. Water Heating Equipment #1: (Report as in need of repair those conditions
specifically listed as recognized hazards by TREC rules.)
Energy Source: Electrically operated.
Comments:

State 40 gallon 2001 unit located at hall closet.
Rust, corrosion observed at housing on unit from past moisture.

a D. Hydro Therapy Equipment

Comments:

Not Present

V. APPLIANCES

¥] A. Dishwasher
Comments:

Unit is not properly secured in cabinet.

| B, Food Waste Disposer
Comments:

No problems observed during limited test run of appliance.

[C1 C. RangeHood
Comments:

No problems observed during limited test run of appliance.

[ D. Ranges/Ovens/Cooktops
Comments:
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I=inspected NI=Not Inspected NP=Not Present R=Not Functioning or in Need of Repair

| NI NP R Inspection Item

Unit full of storage, not operated

g 4 [0 E. Microwave Cooking Equipment
Comments:

Not Present

I El d F. Trash Compactor

Comments:

Not Present

MI (O [ [ . Bathroom ExhaustFans and/or Heaters
Comments:

Vent unit present. No problems observed during limited test run of appliance.

Whule House Vacuum Systems
o E - H. Commenls: ’

Not Present

a O 9 D |. Garage Door Operators

Commenis:

Not Present

M [ O [ J. DoorBelland Chimes

Comments:

No problems observed.

M O [ [ K. DryerVents

Comments:

No prohlems noted.
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I=Inspected NI=Not Inspected
| 1 N NP R '

NP=Not Present

R=Not Functioning or in Need of Repair
Inspection Item

1 [ ¥ [ L. OtherBuiltinAppliances

Comments:

Not Present

VI. OPTIONAL SYSTEMS
3 & 8 0 §

Lawn Sprinklers
Comments:

Not Present

g 4 [ B. Swimming Pools and Equipment
Comments:

Not Present

Outbuildings
Comments:

Not Present

D. Outdoor Cooking Equipment

Energy Source:
Comments:

Not Present

Gas Lines
Comments:

Not Present
Water Wells (A coliform analysis is recommended.)
Type of Pump:

Type of Storage Equipment:
Comments:

Not Present

Septic Systems
Comments:

Not Present

Security Systems
Comments:
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I=inspected NI=NotInspected NP=Not Present R=Not Functioning or in Need of Repair

l I NI NP R Inspection Item

security testing is not part of this inspection

O [ ™ [ 1 Fire Protection Equipment

Comments:

Not Present



