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course of the inspection
DEVICE/FIXTURE OBSERVATIONS- No significant problems were noted during the

course of the inspection.

ll. HEATING, VENTILATION AND AIR CONDITIONING SYSTEMS
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" Typa and Energy Source: Electric - Forced air type heat pump system.

Comments:  Unit located at hall closet.
Retumn air chase to unit has been sealed off.
Systemn not operated.

B. Cooaling Equipment:
Type and Energy Source:  Central, "Split System” -E
Comments: wmmrmu"mmmownum-:mmm
Unit pot operated at time of inspection. Return chase sealed off at interior duc

to ongoing repairs.

C. ' Ducts and Venis
Comments: DUCTWORK TYPE- Fibl.'cglus duct board and/or flexible type ducts were
primarily used for distribution/return system throughout.
OBSERVATIONS-all duct connections, joints in attic in need of proper

sealant to prevent leakage.
Retum chase sealed off, not inspected.

IV. PLUMBING SYSTEM
A. Water Supply Syatem and Fixtures
Commenis:

SUPPLY PIPING TYPE- Copper, Municipal service is primary water source.
OBSERVATIONS-excessive water pressure 10 bouss measured at 100 psi, Recommend
plumber for repairs.

SINK OBSERVATIONS-kitchen and hall bath fixtures not inspected,

TOILET OBSERVATIONS- Na problems noted during the inspection st master bath
TUB/SHOWER OBSERVATIONS- No problems noted during the inspection at master bath.

B. Dmins, Wasies, Venis
Comments:
DRAIN/WASTE & VENT PIPING TYPE- PVC plastic
OBSERVATIONS- No problems observed during this inspection period.

note: limited inspection from master bath only.
C. Water Hoating Equipment  (Report as in naed of repair thoge conditions

listed nized hazards by TREC ruies.
m;u e T :

Unit has been removed, not present,
D. Hydro-Therapy Equipment
Comments:
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V. APPLIANCES
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Dishywasher
Comments:

. Food Waste Disposer

Camments.

. Range Hood
Commants:

" Comments:

Microwave Cooking pmeant
Comments: e

! Tmnhcu;;.pm

Commen

. Bathroom Exhaust Fens andjor Hoaters

Comments:

No problems observed during limited test run of appliance,

Whole House Vacuum Systems
Commenis:

Garage Door Operaiors
Commenls:

Door Bell and Chimes

y Comments:

No problems observed.
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No problens noted.

OO R8O o Other Bt dn Applances

V.. OPTIONAL SYSTEMS
O O B O A LawnSprinkien
Commenis:

QO & QO g Suimming Pools and Equipmant

Q o & Q C.Oulbulld:g}

O O B [0 . OuvdoorCooking Equipment
Energy Source:
Commen(s:

Dagagm&

O O ® O F. waterwells (A coliform analysis is recommended.)
Type of Pump:
Type of Storage Equipment:
Commuents:
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O O B O 6 SepticSysms
Comments:

O B [0 H SecurtySystems
Cammenis:
security systems inspection not pari of this inspection.

E D E D l. Fire Protection Equipmant
~ Commenls:
no fire sprinkler system present.



